
SHEET INDEX

LIGHT FIXTURE SCHEDULE (BASIS OF DESIGN)

+18" INDICATES MOUNTING HEIGHTS ARE TO CENTERLINE
OF DEVICE ABOVE FINISH FLOOR OR FINISH GRADE

AFF INDICATES ABOVE FINISHED FLOOR

AL INDICATES ALUMINUM

ATS INDICATES AUTOMATIC TRANSFER SWITCH

C INDICATES CONDUIT WITH PULL�LINE ONLY

GFCI INDICATES GROUND FAULT CIRCUIT INTERRUPTER
CIRCUITS PROTECTED WITH GFCI SHALL BE PROVIDED
WITH DEDICATED NEUTRALS

GFP INDICATES GROUND FAULT PROTECTION

GRND INDICATES GROUND

HOA INDICATES HAND�OFF�AUTO

NC INDICATES NORMALLY CLOSED

NO INDICATES NORMALLY OPEN

NVE INDICATES NEVADA ENERGY

PNL INDICATES PANEL

S/N SOLID NEUTRAL

UPS INDICATES UNINTERRUPTIBLE POWER SYSTEM

WP INDICATES WEATHER�PROOF (NEMA 3R)

XFMR INDICATES TRANSFORMER

COVE/LOW VOLTAGE LIGHTINGO O

FLUORESCENT FIXTURE

FLUORESCENT FIXTURE WITH (1) LAMP ON EMERGENCY

FLUORESCENT FIXTURE ON EMERGENCY CIRCUIT
OR INTEGRAL BATTERY BACK�UP

LETTER INDICATES LIGHT FIXTURE TYPE AS
INDICATED ON FIXTURE SCHEDULE

A

FLUORESCENT FIXTURE WITH (1) LAMP ON EMERGENCY

FLUORESCENT FIXTURE

FLUORESCENT FIXTURE

FLUORESCENT FIXTURE

DOWNLIGHT FIXTURE

DOWNLIGHT FIXTURE ON EMERGENCY CIRCUIT
OR INTEGRAL BATTERY BACK�UP

STEP LIGHT

WALL WASH/ACCENT LIGHT

WALL MOUNTED FIXTURE

POLE MOUNTED FIXTURE

EXIT LIGHT WITH DIRECTIONAL ARROWS AS INDICATED
CEILING MOUNTED

EXIT LIGHT WITH DIRECTIONAL ARROWS AS INDICATED
WALL MOUNTED

DOUBLE FACE EXIT LIGHT WITH DIRECTIONAL ARROWS
AS INDICATED CEILING MOUNTED

SYMBOL LIST
(THIS IS A MASTER LEGEND, NOT ALL SYMBOLS MAY APPEAR ON DRAWING)

DECORATIVE LIGHT FIXTURE (OWNER FURNISHED
AND CONTRACTOR INSTALLED)

J

DIMMER SWITCH � SOLID STATE TYPE @ +48"
UNLESS NOTED

D

SINGLE POLE SWITCH @ +48" UNLESS NOTED

DUAL SWITCH @ +48" UNLESS NOTED

3�WAY POLE SWITCH @ +48" UNLESS NOTED3

4�WAY POLE SWITCH @ +48" UNLESS NOTED4

M

2 POLE SWITCH2P

SWITCH � KEY OPERATEDK

SWITCH WITH MOTION SENSORM

DUAL SWITCH WITH MOTION SENSOR2M

CEILING MOUNTED MOTION SENSOR

THERMAL OVERLOAD SWITCHT

SWITCH WITH DIGITAL TIMERTM

SINGLE RECEPTACLE @ +18" UNLESS NOTED

DUPLEX RECEPTACLE @ +18" UNLESS NOTED

GFCI RECEPTACLE @ +48" UNLESS NOTED

DOUBLE DUPLEX RECEPTACLE @ +18" UNLESS NOTED

ISOLATED GROUND TYPE (ORANGE) DUPLEX
RECEPTACLE @ +18" UNLESS NOTED

SPECIAL RECEPTACLE @ +18" UNLESS NOTED

100 AMP PIN & SLEEVE RECEPTACLE

CLOCK RECEPTACLE @ +90" UNLESS NOTEDC

FLUSH FLOOR DUPLEX RECEPTACLE

FLUSH FLOOR DOUBLE DUPLEX RECEPTACLE
Q

CEILING MOUNTED DUPLEX RECEPTACLE

1/2 SWITCHED (BOTTOM HALF) DUPLEX RECEPTACLE
@ +18" UNLESS NOTED

DOUBLE DUPLEX (HALF NORMAL/HALF ISOLATED GRND)
@ +18" UNLESS NOTED

AV
AV RECEPTACLE

RELAYR

CONTACTORC

POWER SUPPLYP

TRANSFORMERT

TIMESWITCHTS

PHOTOCELL (INSTALL ON ROOF FACING NORTH)PC

PUSHBUTTON TYPE CONTROL STATION

DOORBELL � CEILING MOUNTEDB

CIRCUIT BREAKERCB

SURFACE MOUNTED PANELBOARD

FLUSH MOUNTED PANELBOARD

MAIN SWITCHBOARD, MOTOR CONTROL CENTER OR
DISTRIBUTION BOARD

CONCRETE PULLBOX WITH HEAVY DUTY STEEL TRAFFIC
COVER

TRANSFORMERT

HOMERUN CONDUIT � STROKES INDICATE QUANTITY OF
CONDUCTORS

CONDUIT AND/OR WIRE CONCEALED IN WALL OR ABOVE
CEILING EXCEPT IN EXPOSED STRUCTURE AREAS

CONDUIT AND/OR WIRE BELOW FLOOR OR GRADE

EXISTING CONDUIT AND/OR WIRE TO BE REMOVED

EXISTING CONDUIT AND/OR WIRE TO REMAIN
(SHOWN LIGHT LINEWEIGHT)

C
RECEPTACLE INSTALLED ABOVE COUNTER

D
JANUS DISPLAY BOARD RECEPTACLE

H
RECEPTACLE INSTALLED HORIZONTALLY

CEILING MOUNTED SPECIAL RECEPTACLE

FLOOR BOXFB

OPERATIONS PANELOP

WALL BOXWB

JUNCTION BOXJ

JUNCTION BOX AND SWITCH WITH CONNECTION TO
FIRE/SMOKE DAMPER. COORDINATE REQUIREMENTS
WITH FIRE ALARM SYSTEM AND MECHANICAL CONTROL
DIAGRAMS

J
FS

JUNCTION BOX AND SWITCH WITH CONNECTION
TO VARIABLE AIR VOLUME BOX. COORDINATE
REQUIREMENTS WITH MECHANICAL CONTROL DIAGRAMS

J
V

DOOR HARDWARE CONNECTIONJ
DH

DOOR HOLD OPENJ
HO

NON�FUSED DISCONNECT SWITCH � 30A, 3P, UNLESS
NOTED OTHERWISE

N

FUSED DISCONNECT SWITCH � 30A, 3P WITH 30A
FUSES UNLESS NOTED OTHERWISE

F

COMPANY SWITCHC

MAGNETIC MOTOR STARTER � FVNR, NEMA SIZE #1
(UNLESS NOTED OTHERWISE) WITH HOA, RED RUN
PILOT LIGHT, CONTROL XFMR, SOLID STATE
OVERLOADS, (2) NO AND (2) NC CONTACTS

COMBINATION FUSED SWITCH & STARTER AS NOTED
ABOVE

F

COMBINATION NON�FUSED SWITCH & STARTER AS
NOTED ABOVE

N

DUAL SWITCH WITH INTEGRAL MOTION SENSOR AND
DAYLIGHT SENSOR2L

CEILING MOUNTED DAYLIGHT SENSORD

DM
DAYLIGHT DIMMING MODULE WITH POWER SUPPLY.
REFER TO DIAGRAM E ON SHEET 'E�411'.

6

3

8

7

1

1

4

5

2

SPD SURGE PROTECTIVE DEVICE/TVSS/

1/2"�2 #12 & 1 #12 GRND THWN UNLESS NOTED

1/2"�3 #12 & 1 #12 GRND THWN UNLESS NOTED

1/2"�4 #12 & 1 #12 GRND THWN UNLESS NOTED

1/2"�5 #12 & 1 #12 GRND THWN UNLESS NOTED

3/4"�6 #10 & 1 #10 GRND THWN UNLESS NOTED

SM
DAYLIGHT SWITCHING MODULE WITH POWER SUPPLY.
REFER TO DIAGRAM J ON SHEET 'E�411'.

NOTES

PROVIDE CONCEALED SERVICE
FLOOR BOX WITH FOUR ISOLATED
WIRING COMPARTMENTS. SERVICE
COMBINE WITH TELECOMM AND
AUDIO/VISUAL.

1

PROVIDE CONCEALED SERVICE
FLOOR BOX WITH FOUR ISOLATED
WIRING COMPARTMENTS. SERVICE
COMBINE WITH TELECOMM.
PROVIDE MODULAR FURNITURE
CONNECTION TRIM WITH WHIP.
INSTALL AND WIRE BASEFEED.

2

PROVIDE PASSIVE INFRARED, DUAL
RELAY, WALL SWITCH SENSOR.

3

PROVIDE DUAL TECHNOLOGY
(PASSIVE INFREARED AND ULTRA
SONIC) CEILING MOUNTED MOTION
SENSOR. WITH POWER PACK
WHERE REQUIRED. REFER TO
DIAGRAM 'F' ON SHEET 'E411'.

4

PROVIDE DAYLIGHT SENSOR AND
AUTOMATIC DAYLIGHTING
CONTROLLER FOR DIMMING
CONTROL OF UP TO 3 ZONES OF
FLOURESCENT FIXTURES. PROVIDE
CORRESPONDING POWER PACK.
INSTALL CONTROLLER AND POWER
PACK IN NEMA 1 ENCLOSURE ABOVE
CEILING. REFER TO DIAGRAMS ON
SHEET 'E411'.

5

PROVIDE ULTRA SONIC WALL
SWITCH SENSOR.

6

PROVIDE PUSHBUTTON DIGITAL
TIMER WALL SWITCH. ILLUMINATED
LCD SHALL INDICATE TIMER
COUNTDOWN. TIMER SHALL BE
INITAILLY PROGRAMED TO TIMEOUT
AFTER 30 MINUTES.

7

PROVIDE INFRARED, DUAL RELAY,
WALL SWITCH SENSOR WITH
INTERAL LIGHT�LEVEL SENSOR TO
CONTROL SECONDARY RELAY.

8

REFER TO DIAGRAM 'H/E�411'.9

REFER TO DIAGRAM 09 ON
ARCHITECTURAL SHEET AS5001.

10
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• • E�001 Electrical � Sheet Index, Symbol List and Specifications

• • ESL�101 Electrical � Site Plan � Lighting

• • ESP�101 Electrical � Site Plan � Power

• ED�100 Electrical � Demo Plan � Basement Level � Admin

• ED�101 Electrical � Demo Site Plan

• EG�101 Electrical � Grounding Plan

• EL�200 Electrical � Lighting Plan � Basement � Admin

• • EL�201A Electrical � Lighting Plan � Level 1 � Admin

• • EL�201B Electrical � Lighting Plan � Level 1 � Education Center

• • EL�201C Electrical � Lighting Plan � Level 1 � Connector

• • EL�202A Electrical � Lighting Plan � Level 2 � Admin

• EL�202B Electrical � Lighting Plan � Roof � Education Center

• • EL�202C Electrical � Lighting Plan � Level 2 � Connector

• • EL�203A Electrical � Lighting Plan � Level 3 � Admin

• • EL�203C Electrical � Lighting Plan � Level 3 � Connector

• • EL�204 Electrical � Lighting Plan � Roof � Admin

• • EP�300 Electrical � Power Plan � Basement � Admin

• • EP�301A Electrical � Power Plan � Level 1 � Admin

• • EP�301B Electrical � Power Plan � Level 1 � Education Center

• • EP�301C Electrical � Power Plan � Level 1 � Connector

• • EP�302A Electrical � Power Plan � Level 2 � Admin

• • EP�302B Electrical � Power Plan � Roof � Education

• • EP�302C Electrical � Power Plan � Level 2 � Connector

• • EP�303A Electrical � Power Plan � Level 3 � Admin

• • EP�303C Electrical � Power Plan � Level 3 � Connector

• • EP�304 Electrical � Power Plan � Roof � Admin

• E�401 Electrical � Enlarged Plans � Electrical Rooms

• E�402 Electrical � Enlarged Plans � Telecomm Rooms

• E�411 Electrical � Typical Diagrams

• E�412 Electrical � Typical Diagrams

• E�501 Electrical � Single Line Diagrams

• • E�502 Electrical � Single Line Diagrams

• • E�601 Electrical � Panel Schedules

• • E�602 Electrical � Panel Schedules

• • E�603 Electrical � Panel Schedules

• • E�604 Electrical � Panel Schedules

FIXTURE
TYPE

MANUFACTURER VOLT
AMPS MOUNTING LAMP TYPE REMARKS VoltageNAME CATALOG NUMBER

A1 � � 60 RECESSED 2�F32T8/835 HIGH PERFORMANCE VOLUMETRIC 2'x4' (2) LAMP FLUORESCENT FIXTURE WITH (1) INDIVIDUAL LENS ENCLOSING EACH LAMP. PROGRAMMED RAPID
START BALLAST

277

A2 � � 60 RECESSED 2�F32T8/835 HIGH PERFORMANCE VOLUMETRIC 2'x4' (2) LAMP FLUORESCENT FIXTURE WITH (1) INDIVIDUAL LENS ENCLOSING EACH LAMP. PROGRAMMED RAPID
START BALLAST

277

A3 � � 60 RECESSED 2�F32T8/835 HIGH PERFORMANCE VOLUMETRIC 2'x4' (2) LAMP FLUORESCENT FIXTURE WITH (1) INDIVIDUAL LENS ENCLOSING EACH LAMP. DIMMABLE BALLAST 277

B1 � � 30 RECESSED 2�F17T8/835 HIGH PERFORMANCE VOLUMETRIC 2'x4' (2) LAMP FLUORESCENT FIXTURE WITH (1) INDIVIDUAL LENS ENCLOSING EACH LAMP. PROGRAMMED RAPID
START BALLAST

277

B2 � � 30 RECESSED 2�F17T8/835 HIGH PERFORMANCE VOLUMETRIC 2'x4' (2) LAMP FLUORESCENT FIXTURE WITH (1) INDIVIDUAL LENS ENCLOSING EACH LAMP. PROGRAMMED RAPID
START BALLAST

277

F1 � � 26 RECESSED 1�F26TRT 6" APERTURE COMPACT FLUORESCENT OPEN DOWNLIGHT WITH VERTICAL LAMP & DIMMABLE BALLAST. 120/277

C1 � � 60 SURFACE/ STEM & CANOPY
W/ SWIVEL @ +10'�0"

2�F32T8/835 4'�0" (2) LAMP FLUORESCENT STRIP FIXTURE WITH WIREGUARD. PROVIDE PROGRAMMED RAPID START BALLAST. 277

C2 � � 2 COVE LED LINEAR LED COVE FIXTURE WITH ASYMMETRIC DISTRIBUTION. MINIMUM 65 LUMENS (1.58 WATTS) PER FOOT LIGHT OUTPUT. PROVIDE ALL
ACCESSORIES, DRIVERS, ETC. AS REQUIRED FOR A COMPLETE AND OPERATONAL LIGHTING SYSTEM.

277

C3 � � 20 RECESSED LED LINEAR LED COVE FIXTURE WITH 120° BEAM ANGLE. MINIMUM 850 LUMENS (20.00 WATTS) PER FOOT LIGHT OUTPUT. PROVIDE ALL ACCESSORIES,
DRIVERS, ETC. AS REQUIRED FOR A COMPLETE AND OPERATONAL LIGHTING SYSTEM.

277

D � � 60 SURFACE 2�F32T8/835 4'�0" (2) LAMP FLUORESCENT WRAPAROUND FIXTURE. PROVIDE WITH PROGRAMMED RAPID START BALLAST. 277

E � � 60 RECESSED 2�F32T8/835 HIGH PERFORMANCE 8�CELL 3" DEEP PARABOLIC 1'x4' (2) LAMP FLUORESCENT FIXTURE WITH PROGRAMMED RAPID START BALLAST. 277

F � � 26 RECESSED 1�F26TRT 6" APERTURE COMPACT FLUORESCENT OPEN DOWNLIGHT WITH VERTICAL LAMP. 277

F1 � � 26 RECESSED 1�F26TRT 6" APERTURE COMPACT FLUORESCENT OPEN DOWNLIGHT WITH VERTICAL LAMP & DIMMABLE BALLAST. 120/277

G1 � � 25 RECESSED 1�F28T5 4"x4' (1) LAMP LINEAR FLUORESCENT FIXTURE RECESSED IN ACOUSTICAL TILE GRID CEILING. SUPPLY WITH OPAL/SATINE LENSE. 277

G2 � � 50 RECESSED 2�F28T5 4"x8' (2) LAMP LINEAR FLUORESCENT FIXTURE RECESSED IN ACOUSTICAL TILE GRID CEILING. SUPPLY WITH OPAL/SATINE LENSE. 277

G3 � � 50 RECESSED 1�F28T5 4"x8' (2) LAMP LINEAR FLUORESCENT FIXTURE RECESSED IN ACOUSTICAL TILE GRID CEILING. SUPPLY WITH OPAL/SATINE LENSE. PROVIDE DIMMABLE
BALLAST.

277

H � � 60 WALL MOUNTED @ +9'�0" 2�F32T8/835 4'�0" (2) LAMP FLUORESCENT WALL BRACKET FIXTURE. 180° LIGHT DISTRIBUTION & ACRYLIC REFRACTOR. 277

J � � 180 RECESSED 6�F32T8/835 ARCHITECTURAL 4'x4' (6)LAMP FLUORESCENT FIXTURE WITH WHITE ACRYLIC LENS RECESSED IN ACOUSTICAL TILE GRID CEILING. PROVIDE WITH
PROGRAMMED RAPID START BALLAST.

277

K1 � � 50 PENDENT 2�F28T5 DECORATIVE PENDENT MOUNT 4' LINEAR FIXTURE. 277

K2 � � 39 PENDENT 1�39W CMH DECORATIVE PENDENT MOUNT CYLINDER FIXTURE. 277

AA1 � � 300 POLE MOUNTED 1�250W
PSMH

POLE MOUNTED METAL HALIDE FIXTURE TO MATCH EXISTING SITE POLE MOUNTED FIXTURES. 277

AA2 600 POLE MOUNTED 2�250W
PSMH

POLE MOUNTED METAL HALIDE FIXTURE TO MATCH EXISTING SITE POLE MOUNTED FIXTURES. 277

BB � � 70 WALL MOUNTED @ +10'�0" 2�F32TRT EXTERIOR WALL MOUNTED COMPACT FLUORESCENT FIXTURE TO MATCH EXISTING BUILDING MOUNTED FIXTURES. 277

CC � � 45 COLUMN MOUNTED @
+10'�0"

1�F42TRT EXTERIOR CANOPY COLUMN MOUNTED COMPACT FLUORESCENT FIXTURE. TRAPAZOID SHAPE WITH FULL CUTOFF. 277

DD � � 15 RECESSED 1�13W DT DIE�CAST STEP�LIGHT (SLIM) SUPPLY WITH LOUVERED FACEPLATE AND WET LOCATON RATED. 277

EE � � 40 RECESSED 1�39W DT DIE�CAST STEPLIGHT WET LOCATION RATED. 277

FF1 � � 35 BOLLARD 1�32W PLT LIGHTED SECURITY BOLLARD TO MATCH EXISTING. 277

FF2 � � 35 POLE MOUNTED 1�150W CMH POLE MOUNTED DECORATIVE METAL HALIDE PEDESTRIAN FIXTURE TO MATCH EXISTING ALONG SIDEWALKS. PROVIDE 100W QUARTZ RESTRIKE FOR
FIXTURES ON EMERGENCY CIRCUIT.

277

GG � � 35 SURFACE 1�32W PLT CANOPY DOWNLIGHT TO MATCH EXISTING. 277

HH � � 45 WALL MOUNTED @ +9'�0" 1�F42TRT EXTERIOR WALL MOUNTED COMPACT FLOURESCENT FIXTURE WITH INTERGRAL PHOTOCELL. TRAPAZOID SHAPE WITH FULL CUTOFF. 277

EXIT � � 1 SURFACE LED LED EDGE LIT EXIT SIGN TO MATCH EXISTING. GREEN LETTERS 277
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A.1 A.1

D.9 D.9

TOILET
1H109

WOMEN
1H106

MEN
1H105

TELECOM
1H103

FACILITIES
1H104

ELEVATOR LOBBY
1H102

WORK / FILE ROOM
1H116A

ELECTRICAL
1H107

HAC
1H108

OFFICE
1H110F

STAIR 1
S1

OFFICE
1H117M

OFFICE
1H117K

OFFICE
1H117H

OFFICE
1H117F

OFFICE
1H117G

INTERVIEW
1H117J

INTERVIEW
1H117L

INTERVIEW
1H117N

OFFICE
1H117A

OFFICE
1H117B

OFFICE
1H117C

OFFICE
1H117D

WORKROOM
1H110C

OFFICE
1H110D

CONFERENCE
1H110A

OPEN OFFICE
1H117

LOBBY
1H101

OPEN OFFICE
1H110

OFFICE
1H110E

MAILROOM
1H112A

WORKROOM
1H112B

OFFICE
1H112G

OFFICE
1H112F

OFFICE
1H112E

OFFICE
1H114J

RECEPTION
1H114A

OFFICE
1H114B

OFFICE
1H115B

OFFICE
1H115C

OFFICE
1H115D

OFFICE
1H115F

OFFICE
1H115G

OFFICE
1H115H

OFFICE
1H115JOFFICE

1H114F

OFFICE
1H112D

OFFICE
1H116E

OFFICE
1H116D

OFFICE
1H116C

HALL
1H116B

OPEN OFFICE
1H116

HALL
1H117E

HALL
1H116F

HALL
1H115E

OPEN OFFICE
1H115

LOBBY
1H113BOPEN OFFICE

1H112

CORRIDOR
C1#102

RECEPTION
1H114G

RECEPTION
1H110B

WELLNESS CENTER
1H111

ELEVATOR
P1

CORRIDOR
C1#103

VESTIBULE
1H113A

MEN
1H111A

WOMEN
1H111B

B.3

C.8

10.9

10.9

10.1

10.1

RECEPTION
1H101A

OFFICE
1H115A

RECEPTION
1H112C

STAIR 4
S4

ELEVATOR
P2

STAIR 2
S2

CORRIDOR
C1#101

CORRIDOR
C1#104

OFFICE
1H114C

OFFICE
1H114D

OFFICE
1H114E

OFFICE
1H114H

OPEN OFFICE
1H114
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NOTES

RISER TO LANDING ABOVE/BELOW.1

LOW VOLTAGE OVER#RIDE LIGHTING

CONTROL STATION. PROVIDE

CONDUIT AND CONTROL WIRE TO

LIGHTING RELAY PANEL.

2

REFER TO SHEET ESL#101 FOR

CIRCUIT CONTINUATION.
3

ALL EXIT SIGNS AND EMERGENCY

RELAY COILS SHALL BE CONNECTED

TO AN UNSWITCHED, CONSTANT

HOT CONDUCTOR.

1.

NOTICE

PROVIDE QUANTITY OF

CONDUCTORS IN FIXTURE WHIPS AS

REQUIRED FOR DUAL BALLAST

FIXTURE.

2.

R  UL 924 EMERGENCY TRANSFER

RELAY THIS SHEET U.N.O. REFER TO

DIAGRAM B ON SHEET E#411.

3.

PROVIDE DUAL BALLASTS PER

SPECIFICATIONS FOR FIXTURES

INDICATED WITH MULTI#LEVEL

SWITCHING.

4.
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NOTES

REFER TO SHEET ESL 101 FOR
CIRCUIT CONTINUATION.

1

MASTER SWITCH FOR SIMULATION
LAB LIGHTING.

2

REFER TO SITE PLAN ESL 101 FOR
COURTYARD LIGHTING.

3

PROVIDE MINIMUM SIX ZONE
WALLBOX DIMMING SYSTEM. LCPA,
LCPB, LCPC & LCPD SHALL BE
INTERGRATED FOR SHARED
MULTI PURPOSE CONTROL OF
PARTITIONED SPACE. PROVIDE
PARTITION SENSORS AND
PROGRAMMING AS NECESSARY TO
AUTOMATICALLY COMBINE PRESET
FUNCTIONS WHEN PARTITION IS
OPENED AND OPERATE
INDEPENDENTLY WHEN PARTITION
IS CLOSED.

4

RISER TO LEVEL ABOVE.5

PROVIDE RECESSED, IN WALL LED
INCANDESCENT NIGHT LIGHT TO
MATCH SIXTH FLOOR PATIENT
ROOMS. (15W T6 LAMP/120V) FIELD
VERIFY EXACT FIXTURE.

6

PROVIDE SURFACE WALL MOUNTED
FLUORESCENT PATIENT BED
FIXTURE TO MATCH EXISTING SIXTH
FLOOR PATIENT ROOMS (2)54W T5,
28W T5 & 9WPLS LAMPS/3500K/120V)
FIELD VERIFT EXACT FIXTURE.

7

PROVIDE RECESSED. LENSED
COMPACT FLUORESCENT
DOWNLIGHT TO MATCH EXISTING
SIXTH FLOOR PATIENT ROOMS.
(32W PL/120V) FIELD VERIFY EXACT
FIXTURE.

8

PROVIDE FIXTURE AS SPECIFIED
EXCEPT 3' 0" AND WALL MOUNT
OVER DOOR.

9

LOW VOLTAGE OVER RIDE LIGHTING
CONTROL STATION. PROVIDE
CONDUIT AND CONTROL WIRE TO
LIGHTING RELAY PANEL.

10

RISER DOWN WALL TO SLAB FOR
CONTINUATION TO COURTYARD.

11

PROVIDE VACANCY SENSOR
COMPATIBLE WITH SIX ZONE
WALLBOX DIMMING SYSTEM.
PROVIDE CONDUIT AND CONTROL
WIRE TO DIMMING SYSTEM
INDICATED.

12

ALL EXIT SIGNS AND EMERGENCY
RELAY COILS SHALL BE CONNECTED
TO AN UNSWITCHED, CONSTANT
HOT CONDUCTOR.

1.

NOTICE

PROVIDE QUANTITY OF
CONDUCTORS IN FIXTURE WHIPS AS
REQUIRED FOR DUAL BALLAST
FIXTURE.

2.

R  UL 924 EMERGENCY TRANSFER
RELAY THIS SHEET U.N.O. REFER TO
DIAGRAM B ON SHEET E 411.

3.

PROVIDE DUAL BALLASTS PER
SPECIFICATIONS FOR FIXTURES
INDICATED WITH MULTI LEVEL
SWITCHING.

4.
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ALL EXIT SIGNS AND EMERGENCY
RELAY COILS SHALL BE CONNECTED
TO AN UNSWITCHED, CONSTANT
HOT CONDUCTOR.

1.

NOTICE

PROVIDE QUANTITY OF
CONDUCTORS IN FIXTURE WHIPS AS
REQUIRED FOR DUAL BALLAST
FIXTURE.

2.

PROVIDE DUAL BALLASTS PER
SPECIFICATIONS FOR FIXTURES
INDICATED WITH MULTI�LEVEL
SWITCHING.

3.

NOTES

CONNECT TO EXISTING CIRCUIT
INDICATED.  FIELD VERIFY.

1

MOTION DETECTOR WITH LOW
VOLTAGE CONNECTION TO
LIGHTING RELAY PANEL FOR ZONE
OVER�RIDE CONTROL. COORDINATE
DEVICE WITH RELAY PANEL
MANUFACTURER REQUIRMENTS.

2

REFER TO ARCHITECTURAL
ELEVATIONS FOR ROUGH�IN.

3
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RELAY COILS SHALL BE CONNECTED

TO AN UNSWITCHED, CONSTANT

HOT CONDUCTOR.

1.

NOTICE

PROVIDE QUANTITY OF

CONDUCTORS IN FIXTURE WHIPS AS

REQUIRED FOR DUAL BALLAST

FIXTURE.

2.

R  UL 924 EMERGENCY TRANSFER

RELAY THIS SHEET U.N.O. REFER TO

DIAGRAM B ON SHEET E�411.

3.

PROVIDE DUAL BALLASTS PER

SPECIFICATIONS FOR FIXTURES

INDICATED WITH MULTI�LEVEL

SWITCHING.
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ALL EXIT SIGNS AND EMERGENCY
RELAY COILS SHALL BE CONNECTED
TO AN UNSWITCHED, CONSTANT
HOT CONDUCTOR.

1.

NOTICE

PROVIDE QUANTITY OF
CONDUCTORS IN FIXTURE WHIPS AS
REQUIRED FOR DUAL BALLAST
FIXTURE.

2.

PROVIDE DUAL BALLASTS PER
SPECIFICATIONS FOR FIXTURES
INDICATED WITH MULTI�LEVEL
SWITCHING.

3.

NOTES

CONNECT TO EXISTING CIRCUIT
INDICATED.  FIELD VERIFY.

1

MOTION DETECTOR WITH LOW
VOLTAGE CONNECTION TO
LIGHTING RELAY PANEL FOR ZONE
OVER�RIDE CONTROL. COORDINATE
DEVICE WITH RELAY PANEL
MANUFACTURER REQUIRMENTS.

2

REFER TO ARCHITECTURAL
ELEVATIONS FOR ROUGH�IN.
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NOTES

RISER TO LANDING ABOVE/BELOW.1

LOW VOLTAGE OVER$RIDE LIGHTING

CONTROL STATION. PROVIDE

CONDUIT AND CONTROL WIRE TO

LIGHTING RELAY PANEL.

2

ALL EXIT SIGNS AND EMERGENCY

RELAY COILS SHALL BE CONNECTED

TO AN UNSWITCHED, CONSTANT

HOT CONDUCTOR.

1.

NOTICE

PROVIDE QUANTITY OF

CONDUCTORS IN FIXTURE WHIPS AS

REQUIRED FOR DUAL BALLAST

FIXTURE.

2.

R  UL 924 EMERGENCY TRANSFER

RELAY THIS SHEET U.N.O. REFER TO

DIAGRAM B ON SHEET E$411.

3.

PROVIDE DUAL BALLASTS PER

SPECIFICATIONS FOR FIXTURES

INDICATED WITH MULTI$LEVEL

SWITCHING.

4.
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C3G 2

ALL EXIT SIGNS AND EMERGENCY
RELAY COILS SHALL BE CONNECTED
TO AN UNSWITCHED, CONSTANT
HOT CONDUCTOR.

1.

NOTICE

PROVIDE QUANTITY OF
CONDUCTORS IN FIXTURE WHIPS AS
REQUIRED FOR DUAL BALLAST
FIXTURE.

2.

PROVIDE DUAL BALLASTS PER
SPECIFICATIONS FOR FIXTURES
INDICATED WITH MULTI�LEVEL
SWITCHING.

3.

NOTES

CONNECT TO EXISTING CIRCUIT
INDICATED.  FIELD VERIFY.

1

MOTION DETECTOR WITH LOW
VOLTAGE CONNECTION TO
LIGHTING RELAY PANEL FOR ZONE
OVER�RIDE CONTROL. COORDINATE
DEVICE WITH RELAY PANEL
MANUFACTURER REQUIRMENTS.

2

REFER TO ARCHITECTURAL
ELEVATIONS FOR ROUGH�IN.
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NOTES

RISER TO LANDING BELOW.1

MOTION DETECTOR WITH LOW

VOLTAGE CONNECTION TO

LIGHTING RELAY PANEL FOR ZONE

OVER�RIDE CONTROL. COORDINATE

DEVICE WITH RELAY PANEL

MANUFACTUER REQUIRMENTS.

2

ALL EXIT SIGNS AND EMERGENCY

RELAY COILS SHALL BE CONNECTED

TO AN UNSWITCHED, CONSTANT

HOT CONDUCTOR.

1.

NOTICE

PROVIDE QUANTITY OF

CONDUCTORS IN FIXTURE WHIPS AS

REQUIRED FOR DUAL BALLAST

FIXTURE.

2.
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NOTES

3/4" " 3 #8 & 1 #10 GRND.1

RECEPTACLE FOR SUMP PIT.
COORDINATE ROUGH"IN LOCATION
WITH PIT AND PLUMBING
DRAWINGS.

2

PROVIDE GFCI RECEPTACLE,
SWITCH AND (3) FLUORSCENT
FIXTURES (4'"0" REINFORCED
POLYESTER FIBERGLASS HOUSING
WITH SHATTER RESISTANT,
HIGH"IMPACT ACRYLIC DIFFUSER &
FULLY GASKETTED) WITH (2)32WT8
LAMPS. LOCATE IN ELEVAOR PIT AS
DIRECTED BY THR ELEVATOR
MANUFACTURER. (NEMA 3R RATED).

3

PILOT LIGHT SWITCH. LABEL "SUMP
PUMP MANUAL ACTIVATION".
LOCATE ABOVE HOSE BIBB.
COORDINATE WITH PLUMBING
DRAWINGS.

4

PROVIDE JUNCTION BOX FOR
CONNECTION TO SUMP ALARM
MODULE.

5

3" CONDUIT TO FIRE COMMAND FOR
ELEVATOR STATUS.

6

120V CONNECTION TO DDC PANEL.7

120V CONNECTION TO SUMP PUMP.
COORDINATE WITH DIVISION 22.

8

480V CONNECTION TO SEWAGE
EJECTOR. COORDINATE WITH
DIVISION 22.

9

120V CONNECTION TO ELECTRONIC
TRAP PRIMER.  COORDINATE
ROUGH"IN WITH DIVISION 22.
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NOTES

PROVIDE COMBINED SERVICE

FLOOR BOX WITH A DOUBLE

DUPLEX RECEPTACLE, FLUSH

COVER HINGES AND BRASS FINISH.

REFER TO TELECOMM DRAWINGS

FOR LOW VOLTAGE REQUIREMENTS.

PROVIDE GRAY DUPLEX

RECEPTACLE WITH LABEL FOR HALF

SWITCHED SIDE OF DOUBLE

DUPLEX RECEPTACLE. REFER TO

PANEL SCHEDULE FOR SWITCHED

CIRCUIT DESIGNATION. VERIFY

EXACT LOCATION WITH FURNITURE

SUPPLIER PRIOR TO ROUGH$IN.

1

PROVIDE GRAY DUPLEX

RECEPTACLE WITH LABEL FOR HALF

SWITCHED SIDE OF DOUBLE

DUPLEX RECEPTACLE. REFER TO

PANEL SCHEDULE FOR SWITCHED

CIRCUIT DESIGNATION.

2

120V CONNECTION TO ELECTRONIC

TRAP PRIMER.  COORDINATE

ROUGH$IN WITH DIVISION 22.

3

RISER TO FLOOR ABOVE.4

120V CONNECTION TO ELECTRIC

DOOR OPERATOR. COORDINATE

WITH ARCHITECTURAL DOOR

SCHEDULE AND MANUFACTURER

CONNECTION REQUIREMENTS.

PROVIDE CONDUIT AND WIRE TO

PUSHBUTTON OPERATORS AS

REQUIRED. REFER TO

ARCHITECTURAL FOR LOCATIONS.
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NOTES

NOT USED.1

120V CONNECTION TO ELECTRONIC
TRAP PRIMER.  COORDINATE
ROUGH IN WITH DIVISION 22.

2

NOT USED.3

COORDINATE RECEPTACLE
ROUGH IN FOR CAMERA WITH A/V
DRAWINGS.

4

INSTALL DUPLEX RECEPTACLE IN AV
WALLBOX. REFER TO AV DRAWINGS
FOR WALLBOX REQUIREMENTS.

5

PROVIDE GRAY DUPLEX
RECEPTACLE WITH LABEL FOR HALF
SWITCHED SIDE OF DOUBLE
DUPLEX RECEPTACLE. REFER TO
PANEL SCHEDULE FOR SWITCHED
CIRCUIT DESIGNATION.

6

PROVIDE CONNECTION TO
PRE WIRED HEADWALL.
COORDINATE CONNECTION WITH
ARCHITECTURAL ELEVATIONS AND
HEADWALL MANUFACTURER
REQUIREMENTS. INSTALL LABEL
"NOT Emergency Receptacle" APPLIED
TO FACEPLATE OF RED
EMERGENCY DESIGNATED
RECEPTACLES.

7

PROVIDE RED HOSPITAL GRADE
RECEPTACLE. INSTALL LABEL "NOT
Emergency Receptacle" APPLIED TO
RECEPTACLE FACEPLATE.

8

COORDINATE ROUGH IN LOCATION
WITH DISPLAY BOARD SUPPORT
STRUCTURE.

9

COORDINATE RECEPTACLE NEMA
CONFIGURATION WITH FOOD
SERVICE AND ACTUAL EQUIPMENT
SUPPLIED.

10

120V CONNECTION TO ELECTRIC
DOOR OPERATOR. COORDINATE
WITH ARCHITECTURAL DOOR
SCHEDULE AND MANUFACTURER
CONNECTION REQUIREMENTS.
PROVIDE CONDUIT AND WIRE TO
PUSHBUTTON OPERATORS AS
REQUIRED. REFER TO
ARCHITECTURAL FOR LOCATIONS.

11

C C

SANDWICH SHOP
1H142

C

5.1

5.2

LB1B   2,4

LB1B   6

LB1B   8

LB1B   10
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 E7
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 E5

 E16  E14  E13
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 E1

 E19

 E6 E4

 E8
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10

REFER TO FOOD SERVICE
DRAWINGS FOR EXACT ROUGH IN
AND ADDITIONAL ELECTRICAL
REQUIREMENTS IN THE SANDWICH
SHOP.
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NOTES

RISER TO LANDING ABOVE/BELOW.2

PROVIDE GRAY DUPLEX
RECEPTACLE WITH LABEL FOR HALF
SWITCHED SIDE OF DOUBLE
DUPLEX RECEPTACLE. REFER TO
PANEL SCHEDULE FOR SWITCHED
CIRCUIT DESIGNATION.

3

COMBINE WITH AV FLOORBOX.
COORDINATE WITH AV AND
TELECOM DRAWINGS.

4

120V CONNECTION TO ELECTRONIC
TRAP PRIMER.  COORDINATE WITH
DIVISION 22.

5

120V CONNECTION TO ELECTRIC
DOOR OPERATOR. COORDINATE
WITH ARCHITECTURAL DOOR
SCHEDULE AND MANUFACTURER
CONNECTION REQUIREMENTS.
PROVIDE CONDUIT AND WIRE TO
PUSHBUTTON OPERATORS AS
REQUIRED. REFER TO
ARCHITECTURAL FOR LOCATIONS.

6

PROVIDE COMBINED SERVICE
FLOOR BOX WITH A DOUBLE
DUPLEX RECEPTACLE, FLUSH
COVER HINGES AND BRASS FINISH.
REFER TO TELECOMM DRAWINGS
FOR LOW VOLTAGE REQUIREMENTS.
PROVIDE GRAY DUPLEX
RECEPTACLE WITH LABEL FOR HALF
SWITCHED SIDE OF DOUBLE
DUPLEX RECEPTACLE. REFER TO
PANEL SCHEDULE FOR SWITCHED
CIRCUIT DESIGNATION. VERIFY
EXACT LOCATION WITH FURNITURE
SUPPLIER PRIOR TO ROUGH$IN.

1

COORDINATE RECEPTACLE
ROUGH$IN WITH OVERHEAD
MICROWAVE SHELF. REFER TO
ARCHITECTURAL ELVATIONS.
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NOTES

REFER TO SINGLE LINE DIAGRAM
FOR CIRCUITING REQUIREMENTS.

1

PROVIDE 120V CONNECTION TO
EQUIPMENT LIGHTS, ETC. AS
REQUIRED BY MECHANICAL WIRING
DIAGRAMS.

2

120V CONNECTION TO DDC PANEL.3
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NOTES

PROVIDE GRAY DUPLEX

RECEPTACLE WITH LABEL FOR HALF

SWITCHED SIDE OF DOUBLE

DUPLEX RECEPTACLE. REFER TO

PANEL SCHEDULE FOR SWITCHED

CIRCUIT DESIGNATION.

2

120V CONNECTION TO ELECTRONIC

TRAP PRIMER.  COORDINATE

ROUGH!IN WITH DIVISION 22.

3

COORDINATE RECEPTACLE

ROUGH!IN FOR CAMERA WITH A/V

DRAWINGS.

6

INSTALL DUPLEX RECEPTSCLE IN AV

WALLBOX. REFER TO AV DRAWINGS

FOR WALLBOX REQUIREMENTS.

5

RISER TO FLOOR BELOW.4

120V CONNECTION TO ELECTRIC

DOOR OPERATOR. COORDINATE

WITH ARCHITECTURAL DOOR

SCHEDULE AND MANUFACTURER

CONNECTION REQUIREMENTS.

PROVIDE CONDUIT AND WIRE TO

PUSHBUTTON OPERATORS AS

REQUIRED. REFER TO

ARCHITECTURAL FOR LOCATIONS.

7

PROVIDE COMBINED SERVICE

FLOOR BOX WITH A DOUBLE

DUPLEX RECEPTACLE, FLUSH

COVER HINGES AND BRASS FINISH.

REFER TO TELECOMM DRAWINGS

FOR LOW VOLTAGE REQUIREMENTS.

PROVIDE GRAY DUPLEX

RECEPTACLE WITH LABEL FOR HALF

SWITCHED SIDE OF DOUBLE

DUPLEX RECEPTACLE. REFER TO

PANEL SCHEDULE FOR SWITCHED

CIRCUIT DESIGNATION. VERIFY

EXACT LOCATION WITH FURNITURE

SUPPLIER PRIOR TO ROUGH!IN.

1

COORDINATE RECEPTACLE

ROUGH!IN WITH OVERHEAD

MICROWAVE SHELF. REFER TO

ARCHITECTURAL ELEVATIONS.
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NOTES

PROVIDE 30A, 1P FUSIBLE
DISCONNECTS FOR ELEVATOR
LIGHTS AND CONTROLS. PROVIDE
LABEL ACCORDINGLY.

1

REFER TO SINGLE LINE DIAGRAMS
FOR CIRCUITING REQUIREMENTS.

2

PROVIDE 120V CONNECTION TO
EQUIPMENT LIGHTS, ETC. AS
REQUIRED BY MECHANICAL WIRING
DIAGRAMS.

3

120V CONNECTION TO DDC PANEL.4

120V CONNECTION TO ELECTRONIC
TRAP PRIMER. COORDINATE
ROUGH&IN WITH DIVISION 22.
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